STATE FIRE MARSHAL
DRAFT OF PROPOSED CHANGES
TITLE 24, PART 2, CALIFORNIA BUILDING CODE

904.1.2 Standards. Fire-extinguishing systems shall comply with UBC Standards
9-1 and 9-2. [For SFM] Fire-extinquishing systems shall comply with the

standards in Chapter 35. Thefollowing-standards-in-Ghapter35-shall-be-utilized:
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